This document provides pertinent information concerning the reissuance of the VPDES Permit listed below. This permit is being
processed as a Major, Municipal permit. The discharge results from the operation of a 0.50 MGD wastewater treatment plant. This
permit will include expansion flows of 1.5 MGD and 3.0 MGD. This permit action consists of updating the proposed effluent limitsto
reflect the current Virginia Water Quality Standards, effective 6 January 2011 and updating permit language as applicable. The
effluent limitations and special conditions contained in this permit will maintain the Water Quality Standards of 9VAC25-260 et seq.

1. Facility Name and Mailing Caroline County Regional WWTP SIC Code: 4952 WWTP
Address: P.O. Box 424
Bowling Green, VA 22427
Facility Location: 12609 Mill Creek Road County: Caroline
Ruther Glen, VA 22546
Facility Contact Name: Joshua Carson / Chief Operator Telephone Number: 804-448-0922
2. Permit No.: VA0073504 Expiration Date: 17 June 2012
Other VPDES Permits: VARO051710 — Industrial Stormwater General Permit
V AN030045 — Watershed General Permit
Other Permits: Not Applicable
E2/E3/E4 Status: Not Applicable
3. Owner Name: Caroline County Public Utilities
Owner Contact / Title: Joseph Schiebel Telephone Number: 804-633-4390
Interim Director of Public Utilities
4. Application Complete Date: 30 January 2012
Permit Drafted By: Douglas Frasier Date Drafted: 7 March 2012
Draft Permit Reviewed By: Alison Thompson Date Reviewed: 27 March 2012
WPM Review By: Bryant Thomas Date Reviewed: 10 April 2012
Public Comment Period: Start Date:  TBD 2012 End Date: TBD 2012

5. Receiving Waters Information:

Receiving Stream Name; Polecat Creek Stream Code: 8PCT
Drainage Area at Outfall: 34.3 square miles* River Mile: 5.92*
Stream Basin: York River Subbasin: None
Section: 03 Stream Class: "

Special Standards: None Waterbody ID: VAN-F20R
7Q10 Low Flow: 0.0MGD** 7Q10 High Flow: 0.0MGD**
1Q10 Low Flow: 0.0MGD** 1Q10 High Flow: 0.0MGD**
300Q10 Low Flow: 0.0MGD** 30Q10 High Flow: 0.0MGD**
Harmonic Mean Flow: 0.0MGD** 3005 Flow: 0.0MGD**
303(d) Listed: Yes—Aquatic Life Use for dissolved oxygen (DO) and pH

TMDL Approved: No — 2022 & 2016, respectively Date TMDL Approved: Not Applicable

* Updated with this reissuance— see Attachment 5.
** At the point of discharge, the receiving stream does not have anatural, defined channel; indicative of marsh waters.

6. Statutory or Regulatory Basis for Special Conditions and Effluent Limitations:

v’ State Water Control Law EPA Guidelines
_ ¥ CleanWater Act ¥ Water Quality Standards
¥ VPDES Permit Regulation ¥ Other: 9vAC25-820 et seq. — Nutrient Watershed General Permit
v EPA NPDES Regulation 9VAC25720 et seq. — Water Quality Management Plan Regulation

E— 9VAC2540 et seq. — Regulation for Nutrient Enriched Waters and
Dischargers within the Chesapeake Bay Watershed
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7. Licensed Operator Requirements: Class |l at the design flows of 0.50 MGD and 1.5 MGD.
Class | upon issuance of the CTO for the 3.0 MGD facility.
8. Reliability Class: Class| at al design flows.
9. Permit Characterization:
Private v’ Effluent Limited Possible I nterstate Effect
" Federal v Water Quality Limited " Compliance Schedule Required
- State 2 Toxics Monitoring Program Required - Interim Limitsin Permit
2 POTW 2 Pretreatment Program Required - Interim Limits in Other Document
TMDL

10.

11.

Wastewater Sources and Treatment Description:

Influent enters a pump station prior to the headworks. The headworks consist of two parallel channels each equipped with
manually cleaned coarse bar screens, followed by avortex-type grit chamber (currently not in service). Magnesium hydroxide is
introduced at this point for alkalinity. Wastewater then flows to the aeration basin (oxidation ditch) equipped with mechanical
disc aerators. A distribution box divides flow between two clarifiers. Clarified effluent flows to the filter influent pump station
then to thetertiary filters. Filtered effluent flowsto the ultraviolet (UV) disinfection unit followed by a series of cascade aeration
steps before final discharge to Polecat Creek.

Septage receiving facilities include a screen, two aerated holding tanks and a pumping station. Septage can be introduced into the
treatment works via the digestion tank or the headworks at the influent pump station.

Solids handling facilitiesinclude an aerated sludge digestion tank, drying beds, belt filter press, chemical feed and sludge cake
handling appurtenances.

Thefacility, at the time of this Fact Sheet, is under construction, expanding the current 0.50 MGD plant to 1.5 MGD. The
upgrades during construction include a mechanical barscreen, afive-stage Bardenpho activated sludge process unit and a tertiary
denitrification filtration system.

See Attachment 1 for afacility schematic/diagram.
See Attachment 2 for the Certificate to Construct.

TABLE 1
OUTFALL DESCRIPTION
Number Discharge Sources Treatment Design Flows Latitude/ Longitude
Domestic / Commercial . 0.50 MGD o " - .
001 \Wastewater See Section 10 (expansions & 1.5 and 3.0 MGD) 37 57 541"/ 77 25 149

See Attachment 3 for the Ruther Glen topographic map.

Sludge Treatment and Disposal M ethods:

Wasted sludge is aerobically digested with asolids retention time (SRT) of 12— 17 days prior to being dewatered viaa belt filter
press. The facility does not digest to Class B Standards. The sludge is transported to the Old Dominion Landfill (permit number
SWP553) located at 2001 Charles City Road, Richmond, VA for final disposal. The WWTP generates approximately 115 dry
metric tons per year.
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TABLE 2
DISCHARGES & MONITORING STATIONS

ID / Permit Number

Facility Name

Type

Receiving Stream

VA0085871 Love's Travel Stop #435 Stormwater Discharge Polecat Creek, UT
VA0090930 Lake Caroline WTP (nonoperational) | Industrial Discharge Stevens Mill Run
VAR051972 Reynolds Used Auto Parts Industrial Stormwater General Permit Lake Caroline, UT
8-PCT002.29 DEQ Monitoring Station Polecat Creek

13. Material Storage:

TABLE 3
MATERIAL STORAGE

Materials Description

Volume Stored

Spill/Stormwater Prevention Measures

Liquid Alum

10,000 gallons

Magnesium Hydroxide

3,000 gallons

Best Management Practices (BMPs)

14. Sitelnspection: Performed by DEQ-NRO Compliance Staff on 15 February 2011 (see Attachment 4).

15. Receiving Stream Water Quality and Water Quality Standards:;

a Ambient Water Quality Data

Polecat Creek is monitored at DEQ monitoring station 8-PCT002.29; located approximately 3.6 miles downstream of Ouitfall
001 at the Route 601 bridge crossing. Polecat Creek has been listed asimpaired for the Aquatic Life Use due to excursions
for dissolved oxygen and pH. The Total Maximu m Daily Loads (TMDLSs) for these impairments are expected in 2022 and
2016, respectively. However, if it is determined that the aforementioned excursions are caused by natural conditions, the
TMDLswill not be required.

The full planning statement isfound in Attachment 5.

Significant portions of the Chesapeake Bay and its tributaries are listed asimpaired on Virginia s 303(d) list of impaired
waters for not meeting the aquatic life use support goal. Additionally, the 2010 Virginia Water Quality Assessment
305(b)/303(d) Integrated Report indicates that much of the mainstem Bay does not fully support this use support goal under
Virginia s Water Quality Assessment guidelines. Nutrient enrichment is cited as one of the primary causes of impairment.
EPA issued the Bay TMDL on 29 December 2010. It was based, in part, on the Watershed | mplementation Plans developed

by the Bay watershed states and the District of Columbia.

The Chesapeake Bay TMDL addresses all segments of the Bay and itstidal tributaries that are on the impaired waters list.
Aswith all TMDLs, a maximum aggregate watershed pollutant |oading necessary to achieve the Chesapeake Bay’ s water
quality standards has been identified. This aggregate watershed loading is divided among the Bay states and their major
tributary basins, as well as by major source categories (i.e. wastewater, urban storm water, onsite/septic agriculture, air
deposition). Fact Sheet Section 17.e. provides additional information on specific nutrient limitations for this facility to

implement the provisions of the Chesapeake Bay TMDL.

b. Receiving Stream Water Quality Criteria

Part IX of 9V AC25-260(360-550) designates classes and special standards applicable to defined Virginiariver basins and
sections. Thereceiving stream, Polecat Creek, islocated within Section 3 of the York River Basin and designated as Class

Il water.
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At all times, Class 11 waters must achieve a dissolved oxygen (D.0O.) of 4.0 mg/L or greater, adaily average D.O. of 5.0
mg/L or greater, atemperature that does not exceed 32° C and maintain a pH of 6.0 — 9.0 standard units (S.U.).

Attachment 6 details other water quality criteria applicable to the receiving stream.
Ammonia:

The fresh water, aquatic life Water Quality Criteriafor Ammonia is dependent on the instream temperature and pH. The og"
percentile temperature and pH values are used because they best represent the critical conditions of the receiving stream.
Since it is staff’ s best professional judgement that the critical 30Q10 flow of the receiving stream is 0.0 MGD, effluent pH
and temperature data may be used to establish the ammonia criterion. Staff utilized effluent pH data as reported on the July
2007 — November 2011 Discharge Monitoring Reports. Since thereis no temperature datareadily available for staff’suse, a
default temperature value of 25° C for summer and an assumed value of 15° C for the winter months were utilized.

The ammoniacriteria can be found in Attachment 6
Metals Criteria:

The Water Quality Criteriafor some metals are dependent on the receiving stream and/or effluent hardness val ues (expressed
asmg/L calcium carbonate). There is no hardness data available for the receiving stream and the effluent values are
artificially elevated due to the addition of magnesium hydroxide at the headworks. The average hardness value, per the
permit application, was reported at 403 mg/L as CaCOs; therefore, staff has proposed utilizing an effluent hardness val ue of
94 mg/L that was ascertained during the last reissuance. This recognizes the hardness values that would normally occur prior
to the chemical addition.

The hardness-dependent metal s criteria shown in Attachment 6 are based on thisaverage value.
Bacteria Criteria

The Virginia Water Quality Standards 9VAC25-260-170.A state that the following criteria shall apply to protect primary
recreational usesin surface waters:

E. coli bacteria per 100 mL of water shall not exceed a monthly geometric mean of the following:
Geometric Mean®

Freshwater E. coli (N/100 mL) 126

For aminimum of four weekly samples taken during any calendar month

c. Receiving Stream Special Standards

The State Water Control Board's Water Quality Standards, River Basin Section Tables (9V AC25-260-360, 370 and 380)
designates the river basins, sections, classes and special standards for surface waters of the Commonwealth of Virginia. The
receiving stream, Polecat Creek, islocated within Section 3 of the York River Basin. This section hasnot been designated
with aspecial standard.

d. Threatened or Endangered Species

The Virginia DGIF Fish and Wildlife Information System Database was searched on 3 February 2012 for records to
determineif there are threatened or endangered speciesin the vicinity of the discharge. The following threatened species
were identified within a2 mile radius of the discharge: Upland Sandpiper (song bird); Loggerhead Shrike (song bird);
Bachman'’ s Sparrow; Bald Eagle; and Migrant Loggerhead Shrike (song bird). The limits proposed in this draft permit are
protective of the VirginiaWater Quality Standards and protect the threatened species found near the discharge.

16. Antidegradation (9VAC25-260-30):

All state surface waters are provided one of three levels of antidegradation protection. For Tier 1 or existing use protection,
existing uses of the water body and the water quality to protect these uses must be maintained.
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Tier 2 water bodies have water quality that is better than the water quality standards. Significant lowering of the water quality of
Tier 2 watersis not allowed without an evaluation of the economic and social impacts. Tier 3 water bodies are exceptional waters
and are so designated by regulatory amendment. The antidegradation policy prohibits new or expanded discharges into
exceptional waters.

The permit limits established for this facility were devel oped recognizing the ecological characteristicsof a marsh or swamp
environment. The limits were calculated to maintain the Virginia Water Quality Standards and to protect the existing water
quality of the receiving waters. Because of this, it is staff’s best professional judgment that the waterbody isa Tier | water.

Effluent Screening, Wasteload Allocation and Effluent Limitation Development:

To determine water quality-based effluent limitations for a discharge, the suitability of data must first be determined. Datais
suitable for analysisif one or more representative data pointsare equal to or above the quantification level ("QL") and the data
represent the exact pollutant being evaluated.

Next, the appropriate Water Quality Standards (WQS) are determined for the pollutantsin the effluent. Then, the Wasteload
Allocations (WLA s) are calculated. In this case since the critical 7Q10, 30Q10and 1Q10 flows have been determined to be zero,
the WLAs are equal to the WQS. The WLA values are then compared with available effluent data to determine the need for
effluent limitations. Effluent limitations are needed if the 97th percentile of the daily effluent concentration valuesis greater than
the acute wastel oad allocation or if the 97th percentile of the four-day average effluent concentration valuesis greater than the
chronic wasteload allocation. Effluent limitations are based on the most limiting WLA, the required sampling frequency and
statistical characteristics of the effluent data.

a  Effluent Screening

Effluent data obtained from Discharge Monitoring Reports (DMRs) and the permit application has been reviewed and
determined to be suitable for evaluation.

Thefollowing pollutants require a wastel oad allocation analysis: Cadmium, Copper, Nickel and Zinc.

b. Mixing Zones and Wasteload Allocations (WLAS)

Wasteload allocations (WLAS) are calculated for those parametersin the effluent with the reasonabl e potential to cause an
exceedance of water quality criteria. The basic calculation for establishing aWLA isthe steady state complete mix equation:

wa = —SlQr(E)I=1(C)(1)(Q)

Where:  WLA = Wasteload alocation

(0% = In-stream water quality criteria

Qe = Designflow

Qs = Critical receiving stream flow
(1Q10 for acute aquatic life criteria; 7Q10 for chronic agquatic life criteria; harmonic mean for
carcinoger-human health criteria; 30Q10 for ammonia criteria; and 30Q5 for non-carcinogen
human health criteria)

f = Decimal fraction of critical flow

G = Mean background concentration of parameter in the receiving stream.

The water segment receiving the discharge via Outfall 001 is considered to have a 7Q10, 1Q10and 30Q100of 0.0 MGD. As
such, there is no mixing zone and the WLA is equal to the C,.

c. Effluent Limitations, Outfall 001 — Toxic Pollutants

9VAC25-31-220.D. requires limits be imposed where a discharge has a reasonabl e potential to cause or contribute to anin-
stream excursion of water quality criteria. Those parameters with WLASs that are near effluent concentrations are eval uated
for limits.

The VPDES Permit Regulation at 9V AC25-31-230.D. requires that monthly and weekly average limitations be imposed for
continuous discharges from POTWSs and monthly average and daily maximum limitations be imposed for all other continuous
non-POTW discharges.



VPDES PERMIT PROGRAM FACT SHEET
VA0073504
PAGE 6 of 14

1). AmmoniaasN/ Total Kjeldahl Nitrogen:

Staff utilized effluent pH reported on the July 2007 — November 2011 Discharge Monitoring Reports during the |l ast
permit term and default temperature val ues to determine the ammonia water quality criteria. DEQ guidance suggests
using a sole data point of 9.0 mg/L to ensure the eval uation adequately addresses the potential for ammoniato be
present in adischarge containing domestic sewage. The resulting wasteload allocations (WLAS) produced a monthly
average ammonialimit of 1.6 mg/L (Attachment 7).

During the last reissuance, staff carried forward a Total Kjeldahl Nitrogen (TKN) limit of 3.0 mg/L. The current
VPDES Permit Manual discusses applying thislimit in instances where mixing is rather limited such as a swamp
environment. Asthe waste stream is treated, the ammonia component of TKN is converted to Nitrate (NOs) and Nitrite
(NG,). ltisestimated that afacility achieving a TKN limit of 3.0 mg/L essentially removes ammonia from the waste
stream, resulting in a 'self-sustaining' quality effluent that protects against ammoniatoxicity.

It is staff’ s best professional judgement that a TKN monthly average limit of 3.0 mg/L isstill protective given the
aforementioned and will be carried forward in this reissuance. The weekly average limit will be 4.5 mg/L based on a
multiplier of 1.5 times the monthly average.

2). Tota Residual Chlorine:
Thisfacility utilizes ultraviolet (UV) light for disinfection; therefore, chlorine limitations are not warranted.

3). Metals:

It was ascertained that limits for Zinc are still warranted; therefore, quarterly monitoring will be carried forward with
this reissuance.

It was also determined that no limits were needed for Copper. However, 9V AC25-31-220.L (Antibacksliding) does not
alow for less stringent effluent limitationsthan those in the previous permit except under specific circumstances; such
as, substantial alterationsto the permitted facility. Therefore, after the plant upgrades are complete and monitoring data
indicates that Copper levelsremain at current concentrations; staff may consider removing the monitoring requirement
during the next reissuance.

The facility shall continue monitoring for Copper on an annual basis during this permit term

See Attachment 8 for limit determinations.

Effluent Limitations and Monitoring, Outfall 001 — Conventional and Non-Conventional Pollutants

No changes to carbonaceous-Biochemical Oxygen Demand-5 day (cBOD:s), Total Suspended Solids (TSS), Total Kjeldahl
Nitrogen (TKN) and pH limitations are proposed.

The minimum monthly average for Dissolved Oxygen (D.O.) was changed with this rei ssuance to reflect the current VPDES
Permit Manual regarding limitations for swamp and marsh waters.

cBODs, TSS, Dissolved Oxygen and TKN limitations are based on best professional judgement and Guidance Memo 00-
2011. Thisguidanceis applicable to waters such as this portion of Polecat Creek where conditions are indicative of marsh
waters and cannot be model ed.

It is staff’ s practice to equate the Total Suspended Solids limits with the cBODs limits since the two pollutants are closely
related in terms of treatment of domestic sewage.

pH limitations are set at the water quality criteria.

E. coli limitations are in accordance with the Water Quality Standards 9VAC25-260-170.
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Effluent Annual Average Limitations and Monitoring, Outfall 001 — Nutrients and Total Suspended Solids for Chesapeake
Bay Reguirements

VPDES Regulation 9V AC25-31-220(D) requires effluent limitations that are protective of both the numerical and narrative
water quality standards for state waters, including the Chesapeake Bay.

Asdiscussed in Section 15, significant portions of the Chesapeake Bay and its tributaries are listed as impaired with nutrient
enrichment cited as one of the primary causes. Virginia has committed to protecting and restoring the Bay and its tributaries.

Technol ogy-based effluent concentration limits are included in the individual VPDES permit when the facility installs
nutrient removal capability. The basisfor the limitationsis9VAC25-40 — Regulation for Nutrient Enriched Waters and
Discharger s within the Chesapeake Bay Water shed which requires new or expanding discharges with design flows of > 0.04
MGD to treat for TN and TP to either BNR levels (TN =8.0 mg/L; TP = 1.0 mg/L) or SOA levels(TN =3.0 mg/L and TP =
0.30 mg/L).

Thisfacility has also obtained coverage under 9V AC25-820 — General Virginia Pollutant Discharge Elimination System
(VPDES) Watershed Permit Regulation for Total Nitrogen and Total Phosphorus Discharges and Nutrient Trading in the
Chesapeake Bay Watershed in Virginia. Thisregulation specifies and controls the nitrogen and phosphorus |oadings from
facilities and specifies facilities that must register under the general permit. Nutrient loadings for those facilitiesregistered
under the general permit aswell as compliance schedules and other permit requirements shall be authorized, monitored,
limited and otherwise regulated under the general permit and not thisindividual permit. Thisfacility has coverage under this
General Permit; the permit number is VANO030045.

Total Nitrogen and Total Phosphorus Annual Loads from this facility are found in 9V AC25-720 — Water Quality
Management Plan Regulation that sets forth TN and TP maximum wastel oad allocations for facilities designated as
significant discharges. Those allocations for this facility are based on the current 0.5 MGD plant. The permittee will be
reguired to maintain current nutrient loading allocations originally established for the 0.5 MGD facility when the design flow
isincreasedto 1.5 MGD and 3.0 MGD.

The proposed annual concentration limit averages for TN at 3.0 mg/L and TP at 0.20 mg/L are based on 9V AC25-40 and
GMO7-2008. The facility will exceed the aforementioned allocations at aflow of 1.0MGD. Therefore, it is staff’s best
professional judgement that the permittee be required to submit an updated offset plan for both TN and TP to DEQ for
approval upon reaching a monthly average flow of 0.95MGD (95% of 1.0MGD) for three (3) consecutive months. The
permittee will also be required to submit a subsequent offset plan for both TN and TP upon application for a Certificate to
Construct (CTC) for the 3.0 MGD facility. The plans shall demonstrate the steps necessary in order to maintain compliance
the WLAs.

Monitoring for Nitrates + Nitrites, Total Nitrogen and Total Phosphorus are included in this permit at the 1.5 MGD and 3.0
MGD expanded flows. The monitoring is needed to ensure protection of the Water Quality Standards of the Chesapeake
Bay. Monitoring frequenciesreflect thoseas set forth in 9V AC25-820. Annual average effluent concentration limitations, as
well as monthly and year to date calculationsfor Total Nitrogen (TN) and Total Phosphorus (TP) are included in this
individual permit at the expanded design flows.

It is also staff's best professional judgment that a monthly Total Phosphorus limitation of 2.0 mg/L remainsin thisreissuance
to ensure that algal blooms are controlled at the 0.50 MGD design flow. It is staff's experience that STP discharges without
Phosphorus controls will cause algal bloomsin ponds, small impoundments and still watersin general. Sincethereisno
model or chlorophyll criteria by which to derive a Phosphorus limit, staff will use their experience with facilities that must
comply with the 2.0 mg/L requirements of the Nutrient Policy and require the same limit. Thislimit has been shown to
provide sufficient Phosphorus control to avoid nuisance algal blooms. The regulatory basis for this approach is 9V AC25-31-
220.D.

The monthly Total Phosphorus limitation of 2.0 mg/L is proposed to be removed at the 1.5 MGD and 3.0 MGD design flows.
Sincethe facility is currently under construction andshould be designing to meet annual averages of < 0.20 mg/L for Total
Phosphorus at the expanded flows, it is staff’s best professional judgement that the above monthly average of 2.0 mg/L for
Total Phosphorus can be removed at the expanded design flows.
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With regard to total suspended solids effluent limits, the proposed permit is consistent with Chesapeake Bay TMDL and
Virginia s Watershed Implementation Plan (WIP). Although the Bay TMDL established WLASs for each WWTP based on 30
mg/L for TSS at design flow, actual TSS permit limitations for facilitiesin Virginia are often more stringent than 30 mg/L.
The Phase | WIP (approved by EPA) recognizes this fact and allows for aggregation of individual VPDES permitted TSS
loads to determine compliance with the Bay TMDL. Under the WIP, TSS loads for individual VPDES permits are
considered consistent with the Bay TMDL provided the Virginia aggregated permitted TSS |load is less than the aggregated
Bay TMDL TSSallocation for permitsidentified in Appendix Q. This proposed permit with a TSS limitation of 10 mg/L and
an increased designed flow of 3.0 MGD is offset by other facilities with limitations more stringent than 30 mg/L. The
proposed permit will not cause the aggregated Bay TMDL TSS allocation for individual VPDES permitsidentified in
Appendix Q to be exceeded.

f.  Effluent Limitations and Monitoring Summary

The effluent limitations are presented in the following table. Limits were established for cBODs, Total Suspended Solids,
Total Kjeldahl Nitrogen, pH, Dissolved Oxygen, E. coli, Nitrate+Nitrite, as N, Total Nitrogen, Total Phosphorus, Total
Recoverable Copper and Total Recoverable Zinc.

Thelimit for Total Suspended Solidsis based on Best Professional Judgement.

The mass loading (kg/d) for monthly and weekly averages were cal culated by multiplying the concentration values (mg/L),
with the flow values (in MGD) and then a conversion factor of 3.785.

The mass loading (Ib/d) for TKN monthly and weekly averages were cal culated by multiplying the concentration values
(mg/L), with the flow values (in MGD) and then a conversion factor of 8.3438.

Sample Type and Frequency are in accordance with the recommendations in the VPDES Permit Manual and 9V AC25-820.
The VPDES Permit Regulation at 9V AC25-31-30 and 40 CFR Part 133 require that the facility achieve at least 85% removal

for cBOD and TSS (or 65% for equivalent to secondary). The limitsin this permit are water quality-based effluent limits and
result in greater than 85% removal.

18. Antibacksliding:
All limitsin this permit are at least as stringent as those previously established. Backsliding does not apply to this reissuance.
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19a. Effluent Limitations/Monitoring Requirements:

Design flow is0.50 MGD.
Effective Dates: During the period beginning with the permit's effective date and | asting until issuance of the CTO for the 1.5 MGD
facility or the permit’s expiration date, whichever comesfirst.

BASIS MONITORING
REQUIREMENTS

PARAMETER FOR DISCHARGE LIMITATIONS

LIMITS Monthly Average
Flow (MGD) NA NL NA NA NL Continuous TIRE
pH 3 NA NA 6.0S.U. 9.0S.U. 1D Grab
cBODs 34 10mg/L 19kg/day 15mg/L 28 kg/day NA NA 3D/W 8H-C
Total Suspended Solids (TSS) 24 10mg/L 19kg/day 15mg/L 28 kg/day NA NA 3D/W 8H-C
Dissolved Oxygen (DO) 3 NA NA 5.0 mg/L NA 1D Grab
Total Kjeldahl Nitrogen (TKN) 234 30mgL 13lb/day 4.5mg/L 19 Ib/day NA NA 3D/W 8H-C
E. coli (Geometric Mean) @ 3 126 n/100 mL NA NA NA 3D/W Grab
Total Phosphorus 24 2.0 mg/L NA NA NA 172w 8H-C
Copper, Total Recoverable 2,3 20 pg/L NA NA NA wy Grab
Zinc, Total Recoverable ® 3 110 pg/L NA NA NA 1Q Grab
Chronic Toxicity — C. dubia (TUg) © NA NA NA NL i 8H-C
Chronic Toxicity — P. promelas (TU,) © NA NA NA NL i 8H-C
The basis for the limitations codes are:

1. Federal Effluent Requirements MGD = Million gallons per day. 1/D = Once every day.

2. Best Professional Judgement NA = Not applicable. 3D/W = Three days aweek.

3. Water Quality Standards NL = No limit; monitor and report. 1/2W = Once every 2 weeks.

4. Current VPDES Permit Manual SU. = Standard units. 1/Q = Once every calendar quarter.

TIRE = Totalizing, indicating and recording equipment. 1/Y = Once every calendar year.

8H-C = A flow proportional composite sample collected manually or automaticaly, and discretely or continuoudly, for the entire discharge of the monitored 8-hour
period. Where discrete sampling is employed, the permittee shall collect aminimum of eight (8) diquots for compositing. Discrete sampling may be flow
proportioned either by varying the time interval between each aliquot or the volume of each aiquot. Time composite samples consisting of aminimum eight (8)
grab samples obtained at hourly or smaler intervals may be collected where the permittee demonstrates that the discharge flow rate (gallons per minute) does not
vary by 10% or more during the monitored discharge.
Grab = Anindividual sample collected over aperiod of time not to exceed 15-minutes.

@ Samplesshall be collected between the hours of 10 A.M. and 4 P.M.

® The quarterly monitoring periods shall be January through March, April through June, July through September, and October through December.
The DMR shall be submitted no later than the 10™ day of the month following the monitoring period.

©  sSee Section 20.c. for the Whole Effluent Toxicity Program.
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19b. Effluent Limitations/Monitoring Requirements:

Design flow is1.5MGD.
Effective Dates: During the period beginning with the issuance of the CTO for the 1.5 MGD facility and lasting until issuance of the
CTO for the 3.0 MGD facility or the permit’s expiration date, whichever comesfirst.

BASIS MONITORING
PARAMETER FOR DISCHARGE LIMITATIONS REQUIREMENTS

LIMITS Monthly Average ~ Weekly Average Minimu
Flow (MGD) NA NL NA NA
pH 3 NA NA 6.0S.U. 9.0SU. 1D Grab
cBODs 34 10mglL 57kgiday 15mg/L 85 kg/day NA NA 5D/W 24H-C
Total Suspended Solids (TSS) 24 10mg/lL 57kgiday 15mglL 85 kg/day NA NA 5D/W 24H-C
Dissolved Oxygen (DO) 3 NA NA 5.0 mg/L NA 1D Grab
Total Kjeldahl Nitrogen (TKN) 234 30mglL 38lb/day 45mgL 56 Ib/day NA NA 5D/W 24H-C
E. coli (Geometric Mean) @ 3 126 n/100 mL NA NA NA 5D/W Grab
Nitrate+Nitrite, asN 35 NL mg/L NA NA NA vw 24H-C
Total Nitrogen ® 35 NL mg/L NA NA NA UW Cdlculated
Total Nitrogen — Year to Date 35 NL mg/L NA NA NA UM Calculated
Total Nitrogen — Calendar Year ©© 35 3.0mg/L NA NA NA i Calculated
Total Phosphorus 35 NL mg/L NA NA NA vw 24H-C
Total Phosphorus— Y ear to Date ©© 35 NL mg/L NA NA NA UM Calculated
Total Phosphorus — Calendar Year © 35 0.20 mg/L NA NA NA i1 Calculated
Copper, Total Recoverable 3 20 ug/L NA NA NA vy Grab
Zinc, Total Recoverable () 3 110 pg/L NA NA NA 1Q Grab
Chronic Toxicity — C. dubia (TU,) @© NA NA NA NL 1/Q 24H-C
Chronic Toxicity — P. promelas (TU,) @© NA NA NA NL 1Q 24H-C
The basis for the limitations codes are:

1. Federal Effluent Requirements MGD = Million gdlons per day. 1/D = Once every day.

2. Best Professional Judgement NA = Not applicable. 5D/W = Five days awesk.

3. Water Quality Standards NL = No limit; monitor and report. 1/W = Once every week.

4. Current VPDES Permit Manual SU. = Standard units. 1/M = Once every month.

5. 9VAC2540 (Regulation for Nutrient Enriched Waters TIRE = Totalizing, indicating and recording equipment. 1/Q = Once every calendar quarter.

1/Y = Once every calendar year.

24H-C = A flow proportiond composite samplecollected manudly or automatically, and discretely or continuoudly, for the entire discharge of themonitored 24-hour
period. Where discrete sampling is employed, the permittee shall collect aminimum of twenty-four (24) diquotsfor compositing. Discrete sampling may be
flow proportioned either by varying the time interval between each diquot or the volume of each aliquot. Time composite samples consisting of aminimum
twenty -four (24) grab samples obtained a hourly or smaller intervals may be colleded where the permittee demonstrates that the discharge flow rate (gallons per
minute) does not vary by 10% or more during the monitored discharge.
Grab = Anindividual sample collected over aperiod of time not to exceed 15-minutes.

@ Samples shall be collected between the hoursof 10 A.M. and 4 P.M.
® Total Nitrogen = Sum of TKN plus Nitrate+Nitrite
© See Section 20.a. for Nutrient Calculations.

@ The quarterly monitoring periods shall be January through March, April through June, July through September, and October through December.
The DMR shall be submitted no later than the 10™ day of the month following the monitoring period.

© See Section 20.c. for the Whole Effluent Toxicity Program.
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19c. Effluent Limitations/Monitoring Requirements:

Design flow is3.0MGD.
Effective Dates: During the period beginning with the issuance of the CTO for the 3.0 MGD facility and lasting until the permit’s
expiration date.

BASIS MONITORING
REQUIREMENTS

PARAMETER FOR DISCHARGE LIMITATIONS
LIMITS Monthly Average ~ Weekly Average Minimu

Flow (MGD) NA NL NA NA
pH 3 NA NA 6.0 S.U. 9.0SU. 1D
cBODs 34 10mglL 1l4kg/day 15mg/L 170 kg/day NA NA 5D/W 24H-C
Total Suspended Solids (TSS) 24 10mg/lL 114kg/day 15mg/L 170kgiday  NA NA 5D/W 24H-C
Dissolved Oxygen (DO) 3 NA NA 5.0 mg/L NA 1D Grab
Total Kjeldahl Nitrogen (TKN) 34 30mglL 75lb/day 45mglL 113 Ib/day NA NA 5D/W 24H-C
E. coli (Geometric Mean) @ 3 126 n/100 mL NA NA NA 1D Grab
Nitrate+Nitrite, asN 35 NL mg/L NA NA NA vw 24H-C
Total Nitrogen ® 35 NL mg/L NA NA NA UW Cdlculated
Total Nitrogen — Year to Date 35 NL mg/L NA NA NA UM Calculated
Total Nitrogen — Calendar Year ©© 35 3.0mg/L NA NA NA i Calculated
Total Phosphorus 35 NL mg/L NA NA NA vw 24H-C
Total Phosphorus— Y ear to Date ©© 35 NL mg/L NA NA NA UM Calculated
Total Phosphorus — Calendar Year © 35 0.20 mg/L NA NA NA i1 Calculated
Copper, Total Recoverable 3 20 ug/L NA NA NA vy Grab
Zinc, Total Recoverable () 3 110 pg/L NA NA NA 1Q Grab
Chronic Toxicity — C. dubia (TU,) @® NA NA NA NL 1/Q 24H-C
Chronic Toxicity — P. promelas (TU,) @ © NA NA NA NL 1Q 24H-C
The basis for the limitations codes are:

1. Federal Effluent Requirements MGD = Million gdlons per day. 1/D = Once every day.

2. Best Professional Judgement NA = Not applicable. 5D/W = Five days aweek.

3. Water Quality Standards NL = No limit; monitor and report. 1/W = Once every week.

4. Current VPDES Permit Manual SU. = Standard units. 1/M = Once every month.

5. 9VAC2540 (Regulation for Nutrient Enriched Waters) TIRE = Totalizing, indicating and recording equipment. 1/Q = Once every calendar quarter.

1/Y = Once every calendar year.

24H-C = A flow proportiona composite sample collected manually or autometically, and discretely or continuoudly, for the entire discharge of themonitored 24-hour
period. Where discrete sampling is employed, the permittee shall collect a minimum of twenty-four (24) aliquots for compositing. Discrete sampling may be
flow proportioned either by varying the timeinterval between each diquot or the volume of each diquot. Time composite samples consisting of aminimum
twenty -four (24) grab samples obtained at hourly or smaller intervals may be collected where the permittee demonstrates that the discharge flow rate (gallons per
minute) does not vary by 10% or more during the monitored discharge.
Grab = Anindividual sample collected over aperiod of time not to exceed 15-minutes.

@ Samplesshall be collected between the hours of 10 A.M. and 4 P.M.
® Total Nitrogen = Sum of TKN plus Nitrate+Nitrite
© See Section 20.a. for Nutrient Calculations.

@ The quarterly monitoring periods shall be January through March, April through June, July through September, and October through December.
The DMR shall be submitted no later than the 10™ day of the month following the monitoring period.

© See Section 20.c. for the Whole Effluent Toxicity Program.
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20. Other Permit Requirements:

a  Permit Section Part |.B. contains quantification levels and compliance reporting instructions.

9VAC25-31-190.L .4.c. requires an arithmetic mean for measurement averaging and 9V AC25-31-220.D. requires limits be
imposed where a discharge has a reasonable potential to cause or contribute to an in-stream excursion of water quality
criteria. Specific analytical methodologies for toxics are listed in this permit section aswell as quantification levels (QLS)
necessary to demonstrate compliance with applicable permit limitations or for use in future evaluations to determine if the
pollutant has reasonable potential to cause or contribute to aviolation. Required averaging methodologies are also specified.

The calculations for the Nitrogen and Phosphorus parameters shall be in accordance with the calculations set forth in
9VAC25-820 General Virginia Pollutant Discharge Elimination System (VPDES) Watershed Permit Regulation for Total
Nitrogen and Total Phosphorus Discharges and Nutrient Trading in the Chesapeake Bay Watershed in Virginia. §862.1-
44.19:13 of the Code of Virginia define how annual nutrient loads are to be calculated; thisis carried forward in 9VAC25-
820-70. Asannual concentrations (as opposal to loads) are limited in the individual permit, these reporting calculations are
intended to reconcile the reporting cal cul ations between the permit programs, as the permittee is collecting asingle set of
samples for the purpose of ascertaining compliance with two permits.

b. Permit Section Part |.C. details the requirements of a Pretreatment Program.

The VPDES Permit Regulation at 9V AC25-31-210 requires monitoring and 9VAC25-31-220.D. requires all dischargesto
protect water quality. VPDES Permit Regulation, 9V A C25-31-730 through 900. and 40 CFR Part 403 requires POTWs with
adesign flow of > 5 MGD and receiving from Industrial Users (1Us) pollutants which pass through or interfere with the
operation of the POTW or are otherwise subject to pretreatment standards to devel op a pretreatment program.

Approximately 60% of the wastewater originates from non-domestic sources (light industry) with three (3) of those sources
classified as Significant Industrial Users (SIUs) pursuant to the Pretreatment Regulations, 9V AC25-31-730; a pretreatment
program iswarranted. The program was approved by DEQ-NRO staff on 22 January 2001.

It should be noted that one of the SIUs has applied for a discharge permit from DEQ-NRO. Once a permit isissued to this
facility, the SIU will disconnect from the Caroline County Regional WWTP.

Program requirements and reporting are found in this section of the permit.

c. Permit Section Part |.D. details the requirements for Whole Effluent Toxicity Program.

The VPDES Permit Regulation at 9V AC25-31-210 requires monitoring and 9V AC25-31-220.1, requires limitations in the
permit to provide for and assure compliance with all applicable requirements of the State Water Control Law and the Clean
Water Act. A TMPisimposed for municipal facilities with adesign rate >1.0 MGD, with an approved pretreatment program
or required to develop a pretreatment program, or those determined by the Board based on effluent variability, compliance
history, IWC and receiving stream characteristics.

The Caroline County Regional WWTP has an approved pretreatment program and is currently expanding to 1.5 MGD;
therefore, aprogram iswarranted. Until the CTO isissued for the 1.5 MGD or 3.0 MGD facility, the treatment plant will
continue with annual monitoring. Within six (6) months after issuance of the CTO for the 1.5 MGD and 3.0 MGD design
flows, the facility shall initiate quarterly monitoring. The permittee shall collect atotal of eight (8) quarterly samples;
thereafter, annual monitoring shall commence unless quarterly test results indicate possible toxicity.

See Attachment 9 for summary of previous test results.

21. Other Special Conditions:

a 95% Capacity Reopener. The VPDES Permit Regulation at 9VAC25-31-200.B.4. requires all POTWs and PVOTWs
develop and submit a plan of action to DEQ when the monthly average influent flow to their sewage treatment plant
reaches 95% or more of the design capacity authorized in the permit for each month of any three consecutive month
period. ThisfacilityisaPOTW.

b. Indirect Dischargers. Required by VPDES Permit Regulation, 9VAC25-31-200 B.1. and B.2. for POTWs and PVOTWs
that receive waste from someone other than the owner of the treatment works.
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0O&M Manual Requirement. Required by Code of Virginia §62.1-44.19; Sewage Collection and Treatment Regulations,
9VAC25-790; VPDES Permit Regulation, 9V AC25-31-190.E. The permittee shall maintain a current Operations and
Maintenance (O& M) Manual. The permittee shall operate the treatment works in accordance with the O& M Manual and
shall make the O&M Manual available to Department personnel for review upon request. Any changesin the practices
and procedures followed by the permittee shall be documented in the O& M Manual within 90 days of the effective date
of the changes. Non-compliance with the O& M Manual shall be deemed aviolation of the permit.

CTC, CTO Reguirement. The Code of Virginia § 62.1-44.19; Sewage Collection and Treatment Regulations, 9VAC25-
790 requires that all treatment works treating wastewater obtain a Certificate to Construct prior to commencing
construction and to obtain a Certificate to Operate prior to commencing operation of the treatment works.

Licensed Operator Requirement. The Code of Virginia at §54.1-2300 et seq. and the VPDES Permit Regulation at
9VAC25-31-200.C., and Rules and Regulations for Waterworks and Wastewater Works Operators (18VAC160-20-10 et
seg.) requires licensure of operators.

Thisfacility requires a Class || operator for the 0.50 MGD and 1.5 MGD design flows.

Thisfacility will require aClass | operator for the 3.0 MGD design flow.

Reliability Class. The Sewage Collection and Treatment Regulations at 9V AC25-790 require sewage treatment works to
achieve a certain level of reliability inorder to protect water quality and public health consequences in the event of
component or system failure. Reliability means a measure of the ability of the treatment works to perform its designated
function without failure or interruption of service. The facility is required to meet reliability Class|.

Sludge Reopener. The VPDES Permit Regulation at 9V AC25-31-220.C. requires all permits issued to treatment works
treating domestic sewage (including sludge-only facilities) include a reopener clause allowing incorporation of any
applicable standard for sewage sludge use or disposal promulgated under Section 405(d) of the CWA. The facility
includes a sewage treatment works.

Sludge Use and Disposal. The VPDES Permit Regulation at 9V AC25-31-100.P; 220.B.2., and 420 through 720, and 40
CFR Part 503 require all treatment works treating domestic sewage to submit information on their sludge use and
disposal practices and to meet specified standards for sludge use and disposal. The facility includes atreatment works
treating domestic sewage.

Nutrient Offsets. The Virginia General Assembly, in their 2005 session, enacted Article 4.02 (Chesapeake Bay
Watershed Nutrient Credit Exchange Program) to the Code of Virginiato address nutrient loads to the Bay. Section 62.1-
44.19:15 setsforth the requirements for new and expanded dischargers, which are captured by the requirements of the
law, including the requirement that non-point load reductions acquired for the purpose of offsetting nutrient discharges be
enforced through the individual VPDES permit.

E3/E4. 9V AC25-40-70.B. authorizes DEQ to approve an alternate compliance method to the technol ogy-based effluent
concentration limitations as required by subsection A of this section. Such alternate compliance method shall be
incorporated into the permit of an Exemplary Environmental Enterprise (E3) facility or an Extraordinary Environmental
Enterprise (E4) facility to allow the suspension of applicable technology-based effluent concentration limitations during
the period the E3 or E4 facility has a fully implemented environmental management system that includes operation of
installed nutrient removal technologies at the treatment efficiency levels for which they were designed.

Nutrient Reopener. 9VAC25-40-70.A. authorizes DEQ to include technol ogy-based annual concentration limitsin the
permits of facilities that have installed nutrient control equipment, whether by new construction, expansion or upgrade.
9VAC25-31-390.A. authorizes DEQ to modify VPDES permits to promulgate amended water quality standards.

TMDL Reopener. This special condition isto allow the permit to be reopened if necessary to bring it into compliance
with any applicable TMDL that may be developed and approved for the receiving stream.

Permit Section Part I1. Part 11 of the permit contains standard conditions that appear in all VPDES Permits. In general, these

standard conditions address the responsibilities of the permittee, reporting requirements, testing procedures and records retention.

23. Changestothe Permit from the Previously | ssued Permit:

a. Specia Conditions:

» The Nutrient Reopener was added with this reissuance.
» The Reuse Regulations Reopener was removed with this reissuance sinceit is no longer valid.

» The Water Quality Criteria Reopener was removed with this reissuance.
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b. Monitoring and Effluent Limitations:

» The0.75 MGD rerating was removed with this reissuance.

» Dissolved Oxygen minimum limit was changed from 3.0 mg/L to 5.0 mg/L to reflect the current VPDES Permit
Manual.

» Tota Phosphorus limits were changed from 0.50 mg/L to 0.30 mg/L at the 1.5 MGD design flow to reflect agency
guidance.

» The monitoring frequency for chronic toxicity at the expanded flows was changed to 1/Q to reflect agency guidance.

» Thereporting requirement for the phosphorus monthly average loading was removed with this reissuance.

» The permit status for this facility was changed from minor to major due to the expansion flow tiers and the approved
pre-treatment program per the current VPDES Permit Manual.

» The drainage area and river mile information was updated based on the Planning Statement.
» Thefacility address was updated.

Varianceg/Alternate Limits or Conditions: Not applicable
Public Notice I nfor mation:

First Public Notice Date: TBD 2012 Second Public Notice Date: TBD 2012

Public Notice Information is required by 9V AC25-31-280 B. All pertinent information is on file and may be inspected and copied
by contacting the: DEQ Northern Regional Office, 13901 Crown Court, Woodbridge, VA 22193, Telephone No. (703) 583-3873;
Douglas.Frasier@deq.virginiagov. See Attachment 10 for acopy of the public notice document.

Persons may comment in writing or by email to the DEQ on the proposed permit action and may request a public hearing during the
comment period. Commentsshall include the name, address and tel ephone number of the writer and of all persons represented by
the commenter/requester and shall contain a complete, concise statement of the factual basisfor comments. Only those comments
received within this period will be considered. The DEQ may decide to hold a public hearing, including another comment period, if
public responseis significant and there are substantial, disputed issues rel evant to the permit. Requests for public hearings shall
state 1) the reason why a hearing is requested; 2) abrief, informal statement regarding the nature and extent of the interest of the
requester or of those represented by the requester, including how and to what extent such interest would be directly and adversely
affected by the permit; and 3) specific references, where possible, to terms and conditions of the permit with suggested revisions.
Following the comment period, the Board will make a determination regarding the proposed permit action. This determination will
become effective, unless the DEQ grants a public hearing. Due notice of any public hearing will be given. The public may request
an electronic copy of the draft permit and fact sheet or review the draft permit and application at the DEQ Northern Regional Office
by appointment.

303 (d) Listed Stream Segments and Total Max. Daily Loads (TMDL):

Polecat Creek has been listed asimpaired for the Aquatic Life Use due to excursions for dissolved oxygen and pH with TMDLs
expected in 2022 and 2016, respectively. If it is determined that the impairments are due to natural conditions, the TMDLs will
not be required.

Additional Comments:;

Previous Board Action(s): Not Applicable.
Staff Comments: No commentswere received.
Public Comment: No comments were received during the public notice.

EPA Checklist: The checklist can be found in Attachment 11.
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COMMONWEALTH of VIRGINIA

DEPARTMENT OF ENVIRONMENTAL QUALITY

NORTHERN REGIONAL OFFICE
Douglas W. Domenech 13901 Crown Court, Woodbridge, Virginia 22193 David K. Paylor
Secretary of Natural Resources (703) 583-3800 Fax (703) 583-3821 Director

www.deq.virginia.gov
q-virg & Thomas A. Faha

Regional Director

July 27,2011

Caroline County

Caroline Co Regional WWTP Expansion and
Upgrade

PTL#25326, VA0073504

Mr. Joseph Schiebel

Director, Caroline Co Dept of Public Utilities
233 W. Broaddus Ave

PO Box 424

Bowling Green, VA 22427

Dear Mr. Schiebel:

In accordance with the Code of Virginia, Title 62.1, Section 62.1-44.19, attached please find the Certificate to
Construct (CTC) for this project. This CTC is being issued based on the Application for Certificate to Construct
dated June 29, 2011, and received by this office on July 11, 2011,

Receipt of this CTC does not relieve any owner of the responsibility to comply with any other applicable statutes or
regulations, including local ordinances and zoning requirements.

Please be advised that a Certificate to Operate (CTO) is required by the Code before placing the system in operation.
Application for the CTO can be found at the DEQ website:

http:/fwww.deg.virginia.gov/wastewater/MunicipalNonWOQIFProcedures032010 .

If you have any questions about this letter or the approval process, please contact me at (703)-583-3834 or
alison.thompson@deq.virginia.gov.

Respectfully,

Alison Thompso
‘Water Permits Technical Reviewer

cc: VA0073504 Permit File
VDH District Office, attn: Environmental Health Manager
Caroline County Building Official
Wade Tanner, Reid Engineering Company, 1210 Princess Anne St, Fredericksburg, VA 22401

Attachment: CTC



Virginia Department of Environmental Quality
APPLICATION for CERTIFICATE TO CONSTRUCT (CTC)
For Municipal Sewage Collection, Treatment, and/or Reclamation Systems
See Instructions. Do not submit plans and specifications. Submit 1 copy of this form with all attachments. Form will expand as you enter information.

Project Title: (as it appears on plans) FER: Caroline County Regional Wastewater Treatment Plant Expansion and
Upgrade - Upper Polecat Creek Facility

P.E. Seal Date on Cover: Wade Tanner, PE, June 29, 2011

Specifications Title and Date: N/A

Location of Project: Caroline County | County/City: Caroline County

Receiving Wastewater Collection System(s): n/a

Receiving Sewage Treatment Plant(s)/Reclamation System: Upper Polecat Creek Wastewater Treatment Plant

PROJECT OWNER: Caroline County PROJECT ENGINEER
Owner Contact Name: Joseph Schiebel Name: Wade Tanner
Title: Director, Dept of Public Utilities Company Name: Reid Engineering Company
Address: 233 W. Broaddus Ave Address: 1210 Princess Anne Street
PO Box 424 Fredericksburg, VA 22401
Bowling Green, VA 22427
Phone: 804-633-4390 Phone: 540-371-8500
Email: jschiebel@co.county.va.us Email: wianner@reidengineering.com
. <

For'Sewage Treatment Works and Sewage Collection Systems:

Attach Project Description

Attach Letter(s) of Acceptance from Receiving Facility/Utility for sewage collection system projects

Attach Reliability Class: (1) For Pump Stations attach Reliability Class Worksheet. (2) For Sewage Treatment Plants note
the Reliability Class rating from the VPDES or VPA permit and method of meeting reliability classification requirements.

For a sewage treatment plant project, provide the VPDES or VPA permit number: 0073504
Design Sewage Flow (Sewage Plant): (a) average daily flow (MGD): 1.5 (b) peak daily flow (MGD): 3.0
Design Sewage Flow (Pump Station): (a) average daily flow (MGD): {b) peak hour flow (MGD):

Please check the appropriate components of your project:

Gravity and/or Vacuum Sewer .......................[] New Sewage TreatmentPlant............................... [
Pump Station(s)..........c.ocoooo i Modification of Existing Sewage Treatment Plant .......... [XI
Force Main(s) .........coocoeevii i Expansion of Existing Sewage Treatment Plant ............ [X]
For Reclamation or Satellite Reclamation System, Attach Page 2: Page 2 Attached? Yes ] No |

The following statement must be signed and sealed by the Virginia licensed design engineer:
“As discussed in 9 VAC 25-790-240.C., the referencegelesigh tioe ments are in substantial compliance with Part
Il - Manual of Practice For Sewerage Systems and’f4 &y

Regulations (9 VAC 25-790-310 et seq.)" '

i3

Licensed Design Engineer’s Signature and original seal (sigi

2

] Design exceptions and justifications are attached in accordance with 9 VAC 25-790-240.C.

For DEQ use only:

In accordance with the Code of Virginia 1950, as amended, Title 62.1, Section 62.1-44.19, this form, signed by the
appropriate DEQ representative, constitutes your Certificate to Construct. This Certificate is valid for a period of five years
from the date of issuance. Other permits and authorizations may be necessary. Please contact your Regional DEQ Office
if you have any questions.

AV son Thomps o {/,2/( Qi[ e Tl v 25320,

Name N Signature Dath K CTC PTL Number
Department of Environmental Quality Authorized Representative
Note: Once the project is complete, an application for a Certificate to Operate must be submitted to the appropriate DEQ Regional office.

Page 1 - 03/11/2010




1210 Princess Anne Street
Fredericksburg, VA 22401

Tele: 540/371-8500 Fax: 540/371-8576
e-mail: wtanner@reidengineering.com

. : A
Protecting the Environment and Your RE: Caroline C°”“t¥i§‘°‘
Investment in Pollution Control

REID ENGINEERING COMPANY, INC. LETTER OF TRANSMITTAL |

DATE: July 8, 2011 JOB NO.: CRO01a
to: Mr. Bryant Thomas
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Virginia DEQ

WE ARE SENDING YOU: Attached Under separate cover via __the following items:

Drawings Prints Plans Samples Specifications
Copy of Letter Change Order Submittal

COPIES DATE No. DESCRIPTION

1 7/8/11 Certificate to Construct
THESE ARE TRANSMITTED as check below:
For approval Approved as Submitted Resubmit ____ copies for approval
Approved as Noted Submit copies for distribution
Change Order Returned for corrections Return ____ corrected prints

For review and comment

FOR BIDS DUE 20__

PRINTS RETURNED AFTER LOAN TO US

REMARKS:

Please call if you have any questions.

COPY: File

sicNATURE: Wade Tanner, P.E. / rs




Reid Engineering Company, Inc.

Reid Engineering Company, Inc. Environmental and Civil Engineering Consultants
e ¢ Wastewater » Water /Sewer o Reuse
m 1210 Princess Anne Street | Fredericksburg, Virginia 22401

. ; 540-371-8500 | www.reidengineering.com
gl 241

July 7, 2011

Mr. Bryant Thomas

Water Permits Division

Virginia Department of Environmental Quality (DEQ)
13901 Crown Court

Woodbridge, VA 22193

SUBJECT: CERTIFICATE TO CONSTRUCT (CTC) for CAROLINE COUNTY
WASTEWATER TREATMENT PLANT EXPANSION & UPGRADE-
UPPER POLECAT CREEK FACILITY

Dear Mr. Bryant:

On behalf of Caroline County, Reid Engineering Company, has prepared the Application
for Certificate to Construct (CTC) for the Expansion and Upgrade to the existing Upper Polecat
Creek Wastewater Treatment Facility. The existing discharge permit number for the facility is
VA 0073504. The existing WWTP is has a design capacity of 0.50 MGD and Caroline County
desires to expand the treatment capacity to 1.50 MGD with this application. The project is a
design build PPEA project and we request for CTC approval based on the preparation of a Final
Engineering Report “FER™ dated June 29, 2011.

To expand the wastewater treatment capacity from 0.50 MGD to 1.50 MGD and comply
with the requirements of the existing permit, a new five-stage Bardenpho activated sludge
treatment process followed by tertiary dentrification filters and UV disinfection is proposed with
this application.

Please find the enclosed information for your use to obtain approval of the CTC for the
project:
e Application for Certificate to Construct (CTC)
e Project Description
e Reliability Classification Requirements



If you have questions or need additional information please let our office know at your
earliest convenience. You may contact me at 540-371-8500.

Sinci?y, |
éﬁ @é/ g‘f;é«?m

Wade Tanner/
Project Manager

ce: Joey Schiebel, Caroline County (electronic)
Mike Baldwin, MEB (electronic)



Reid Engineering Company, Inc.

Reid Engineering Company, Inc. Eavironmental and Civil Engineering Consultants
o Wastewater o« Water /Sewer o Reuse
k. 4 1210 Princess Anne Street | Fredericksburg, Virginia 22401
540-371-8500 | www.reidengineering.com
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CTC APPLICATION ATTACHMENT
CAROLINE COUNTY WASTEWATER TREATMENT PLANT EXPANSION &
UPGRADE — UPPER POLECAT CREEK FACILITY

PROJECT DESCRIPTION:

The existing Caroline County Regional Wastewater Treatment Plant (CCRWTP) is permitted for a
flow capacities from 500,000 gallons/day up to 3,000,000 gallons/day under discharge permit
#VA0073504. The existing Wastewater Treatment Plant has a design capacity of 500,000
gallons/day. The County desires to expand the capacity of this wastewater treatment plant to 1.5
MGD initially and ultimately to 3.0 MGD. Permit limits for Annual Total Nitrogen (TN) and Total
Phosphorus (TP) were included in the discharge permit issued by the Virginia DEQ effective June 18,
2007 through June 17, 2012. The new Annual TN and TP Allocation Limits are part of the
Chesapeake Bay nutrient reduction initiative.

The CCRWTP is located at 22101 Rogers Clark Boulevard, Ruther Glen, Virginia on the existing
wastewater treatment plant site and discharges directly to Polecat Creek, a tributary of the York River
Basin which is part of the Chesapeake Bay Watershed. Therefore, the new CCRWTP is subject to the
9 VAC 25-720 Water Quality Management Planning Regulation which requires significant
dischargers to comply with certain waste load allocations for nitrogen and phosphorus. The waste
load allocations for Total Nitrogen (TN) and Total Phosphorus (TP) are 9,137 lbs/year and 1,066 lbs
TP/year, respectively.

To comply with the requirements of VPDES #VA0073504 for the CCRWTP, a five-stage Bardenpho
activated sludge process will be constructed. The upgraded CCRWTP will consist of the following
major treatment system components:

Raw Wastewater Pump Station

Mechanical Screening

Grit Removal System

Flow Equalization Basin Anaerobic Reactor #1
Flow Equalization Basin Anoxic Reactor #2
Nitrification Reactors #3A & #3B

Anoxic Reactors #4A & #4B

Aerobic Reactors #5A & #5B

Final Clarifiers #1 and #2

Tertiary Denitrification Filtration System
UV Disinfection System

Post Aeration Cascade

Aerobic Sludge Digestion

Sludge Dewatering System

e & 6 o & & & & & & 5 o & o



RELIABLITY CLASS:

The reliability classification for the existing plant is Reliability Class 1. The reliability classification
requirements will be satisfied by providing a dual power feed from two separate and independent power
sources.
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VPDES NO. VA0073504
Technical Inspection Summary

Comments/Recommendations from last inspection on November 5, 2007

Please provide DEQ with updated connected and population served numbers. Information not received as of
March 16, 2011.

Comments/Recommendations for Action from the Current Inspection on February 15, 2011:

Please provide DEQ with updated connected and population served numbers. Information not received as of
March 16, 2011.

The cross connection control device was last inspected in May 2007. DEQ recommends ali potable water service
lines be inspected annually.

Excessive floating debris was noted in the oxidation ditch. Debris has carried over into other unit processes
{Clarifier and Sand Filter). The excessive floating debris has the potential to clog the pumps sending activated
sludge into the clarifier. Photos 4 & 5

Debris from oxidation ditch carried over into the clarifier. The clarifier effluent weirs were covered in debris and
some algae. Photos 8, 9, 10 and 11. The clarifier effluent contained floating debris and was carried over into
the sand filter unit.

Wasted sludge is aerobically digested for approximately 20-30 days prior to being dewatered via a belt filter
press. The facility does not digest to Class B Standards. The sludge is transported to the BFI Old Dominion
Landfill located at 2001 Charles City Road, Richmond, VA for final disposal.

Debris from aerobic digester was carried over into the dried sludge in the drying beds.

Caroline Co. staff shall evaluate the breakdown of process control equipment to determine how debris is allowed
to “pass-thru” downstream process units and end up in the dewatered sludge to the extent observed during
the inspection and noted in Photo 22. This evaluation and plan of action for resclving this probiem shall be
reduced to a written report and submitted to DEQ-NRO staff by April 29, 2011.

Caroline Regional staff has obtained interim certification through VELAP to analyze permit required parameters.
The internal audit of the laboratory has not been conducted as of February 15, 2011,



To: Douglas Frasier
From: Jennifer Carlson

Date: January 5, 2012
Subject:  Planning Statement for Caroline County Regional WWTP
Permit No: VA0073504

Discharge Type: major municipal
Discharge Flow: 0.50 MGD up to 3.0 MGD

Receiving Stream: Polecat Creek
Latitude / Longitude: 37°57'54.1?/ 77° 25' 14.9?
Streamcode: 8-PCT
Waterbody: VAN-F20R
WQ Standards: Class Ill, Section 3
Rivermile: 5.92
Drainage Area: 34.3 mi’

1. Is there monitoring data for the receiving stream?

Yes, there is monitoring data for Polecat Creek. DEQ ambient monitoring station 8-PCT002.29
is located at the Route 601 bridge crossing, approximately 3.6 miles downstream of Outfall
001.

- If yes, please attach latest summary.

The following is the summary for this segment of Polecat Creek, as taken from the 2010
Integrated Report:

Class IllI, Section 3.

DEQ ambient monitoring stations 8-PCT002.29, at Route 601, and 8-PCT006.34, at Route
207.

Ambient monitoring finds pH and dissolved oxygen impairments, resulting in an impaired
classification for the aquatic life use. The pH and dissolved oxygen excursions may be
attributable to natural conditions as this segment is a low-lying Coastal Plain environment
with no riffles and slow moving pools that are subject to low pH and DO. The wildlife and
recreation uses are considered fully supporting. The fish consumption use was not
assessed.

- If no, where is the nearest downstream monitoring station.



2. Is the receiving stream on the current 303(d) list?
Yes, Polecat Creek is listed with two impairments
- If yes, what is the impairment?
Aquatic Life Use — Dissolved Oxygen: Sufficient excursions below the minimum dissolved
oxygen criterion (3 of 27 samples - 11.1%) were recorded at DEQ's ambient water quality

monitoring station (8-PCT002.29) at the Route 601 crossing to assess this stream segment as
not supporting the aquatic life use goal for the 2010 water quality assessment.

Aquatic Life Use — pH: Sufficient excursions below the lower limit of the pH criterion range (7
of 27 samples - 25.9%) were recorded at DEQ's ambient water quality monitoring station (8-
PCT002.29) at the Route 601 crossing and (3 of 11 - 27.3%) at DEQ's ambient water quality
monitoring station (8-PCT006.34) at the Route 207 crossing to assess this stream segment as
not supporting the aquatic life use goal for the 2010 water quality assessment.

- Has the TMDL been prepared?

No.

- If yes, what is the WLA for the discharge?

N/A

- If no, what is the schedule for the TMDL?

The dissolved oxygen TMDL is due by 2022, and the pH TMDL is due by 2016. However, a
Natural Conditions Assessment Report will be completed for Polecat Creek. The purpose of
this study is to determine whether the causes of the impairments are due to the natural

environment or due to anthropogenic effects. If the natural conditions are determined to be
contributing to the impairment, the TMDLs will not be required.

3. If the answer to (2) above is no, is there a downstream 303(d) listed impairment? N/A

If yes, what is the impairment? N/A

Has a TMDL been prepared? N/A

Will the TMDL include the receiving stream? N/A

Is there a WLA for the discharge? N/A



- What is the schedule for the TMDL? N/A

Is there monitoring or other conditions that Planning/Assessment needs in the permit?

There is a completed downstream TMDL for the aquatic life use impairment for the
Chesapeake Bay. However, the Bay TMDL and the WLAs contained within the TMDL are not
addressed in this planning statement.

Fact Sheet Requirements — Please provide information on other VPDES permits or VADEQ
monitoring stations located within a 2 mile radius of the facility. In addition, please provide
information on any drinking water intakes located within a 5 mile radius of the facility.

There are no public water supply intakes located within a 5 mile radius of the facility.

There are no VPDES permitted facilities, and only the 2 following DEQ monitoring stations
located within a 2 mile radius:

8-PCT006.34 - on Polecat Creek, about 0.5 miles upstream of Outfall 001
8-PCT007.71 - on Polecat Creek, about 1.8 miles upstream of Outfall 001
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2/9/2012 4:31:50 PM

Facility = Caroline County Regional WWTP
Chemical = Ammonia
Chronic averaging period = 30

WLAa = 101
WLAc = 14
QL =01

# samples/mo. = 12
# samples/wk. =3

Summary of Statistics:

# observations = 1

Expected Value = 9

Variance = 29.16

C.V. =06

97th percentile daily values = 21.9007

97th percentile 4 day average = 14.9741

97th percentile 30 day average= 10.8544
#<Q.L. =0

Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity

Maximum Daily Limit =2.82473813078283
Average Weekly limit = 2.06613690968962
Average Monthly Limit = 1.53900194406496

The data are:



2/9/2012 4:31:06 PM

Facility = Caroline County Regional WWTP
Chemical = Cadmium
Chronic averaging period = 4

WLAa = 37
WLAc = 1.1
Q.L. =0.65

# samples/mo. = 1
# samples/wk. = 1

Summary of Statistics:

# observations = 3

Expected Value = .603036

Variance = 130915

CV. =0.6

97th percentile daily values = 1.46744

97th percentile 4 day average = 1.00332

97th percentile 30 day average= .727294
#<Q.L. =2

Model used = BPJ Assumptions, Type 1 data

No Limit is required for this material

The data are:

~0O0



2/9/2012 4:30:11 PM

Facility = Caroline County Regional WWTP
Chemical = Copper
Chronic averaging period = 4

WLAa = 13
WLAc = 85
QL =10

# samples/mo. = 1
# samples/wk. = 1
Summary of Statistics:

# observations = 8

Expected Value = 1.69513

Variance = 1.03445

C.V. =0.6

97th percentile daily values = 4.12496

97th percentile 4 day average = 2.82034

97th percentile 30 day average= 2.04442
#<Q.L = 2

Model used = BPJ Assumptions, Type 1 data

No Limit is required for this material
The data are:

2.6
8.7
3.4
10
1.6
7.2
0

0



2/9/2012 4:25:01 PM

Facility = Caroline County Regional WWTP
Chemical = Nickel
Chronic averaging period = 4

WLAa = 170
WLAc = 19
QL. =5

# samples/mo. = 1
# samples/wk. = 1

Summary of Statistics:

# observations = 3

Expected Value = 7.44178

Variance = 19.9368

C.V. =0.6

97th percentile daily values = 18.1089

97th percentile 4 day average = 12.3815

97th percentile 30 day average= 8.97518
#<Q.L =1

Model used = BPJ Assumptions, Type 1 data

No Limit is required for this material
The data are:

6.5
0
10



2/9/2012 4:27:05 PM

Facility = Caroline County Regional WWTP
Chemical = Zinc
Chronic averaging period = 4

WLAa = 110
WLAc = 110
QL =44

# samples/mo. = 1
# samples/wk. = 1

Summary of Statistics:

# observations = 22

Expected Value = 45.2308

Variance = 736.500

C.V. =0.6

97th percentile daily values = 110.065

97th percentile 4 day average = 75.2547

97th percentile 30 day average= 54.5508
#<Q.L = 13

Model used = BPJ Assumptions, Type 1 data

A limit is needed based on Acute Toxicity
Maximum Daily Limit =110
Average Weekly limit = 110
Average Monthly Limit = 110

The data are:

26
40
38
40
50
30
50
60
53
43
58
58
68
49
69

OOOOO



BIOMONITORING RESULTS
Caroline Regional Wastewater Treatment Plant (VA0073504)

Table 1

Summary of Toxicity Test Results for Outfall 001

48- 0
TEST DATE | TEST TYPE/ORGANISM | '% | Hour | NOEC % TUc REMARKS
(%) 9 (%) SURV
LGCso (%)
Permit Reissued June 9, 2002
. . 100 S
08/06/02 Chronic C. dubia 174 >100 <2 7R 80 >4.41 1st quarterly
08/06/02 Chronic P. promelas >100 >100 100 SG 73 1
12/03/02 Chronic C. dubia >100 >100 100 SR 100 1 2nd quarterly
12/03/02 Chronic P. promelas >100 >100 100 SG 83 1
02/11/03 | Chronic C. dubia 73 >100 7S 100 588 | 3rdquarterly
8R Anomalous dose
02/11/03 Chronic P. promelas 6.4 >100 8 SG 63 12.5 response
05/13/03 Chronic C. dubia >100 >100 100 SR 100 1 4th quarterly
05/13/03 Chronic P. promelas 96.7 >100 t%o (? 83 1.45
09/23/03" Chronic C. dubia >100 >100 100 SR 0 1 5th quarterly
09/23/03" Chronic P. promelas >100 >100 100 SG 93 1
12/16/03" Chronic C. dubia >100 >100 100 SR 100 1 6th quarterly
12/16/03" Chronic P. promelas >100 >100 100 SG 95 1
02/24/04" Chronic C. dubia >100 >100 100 SR 100 1 7th quarterly
02/24/04" Chronic P. promelas >100 >100 100 SG ) 1
06/08/04 Chronic C. dubia >100 >100 100 SR 20 1 8th quarterly
06/08/04 Chronic P. promelas >100 >100 100 SG 93 1
12/07/04 Chronic C. dubia >100 >100 100 SR 100 1 1st annual
Anomalous dose
12/07/04 Chronic P. promelas >100 >100 17 SG 95 5.88 response, pathogen
present likely
05/03/05" Chronic C. dubia >100 >100 100 SR 100 1 Retest
05/03/05" Chronic P. promelas >100 >100 100 SG 93 1
09/13/05" Chronic C. dubia >100 >100 100 SR 100 1 2nd annual
09/13/05" Chronic P. promelas >100 >100 100 SG 100 1
07/18/06" Chronic C. dubia >100 >100 100 SR 0 1
07/18/06" Chronic P. promelas >100 >100 100 SG 93 1
Permit reissued 18 June 2007
10/08/07 | Chronic C. dubia 9.2 >100 10 % 125
10/08/07 Chronic P. promelas >100 >100 100 SG 93 1
03/24/08 | ChronicC. dubia 52 | >0 | 1903 % 125
03/24/08 Chronic P. promelas 7.5 >100 <8 SG 0 125
05/13/08" Chronic C. dubia >100 >100 100 SR 100 1 1% Annual
05/13/08" Chronic P. promelas >100 >100 100 SG 0 1




48-

0,
TEST DATE | TEST TYPE/ORGANISM 1Cos HOUR NISIEE % TUc REMARKS
(%) L Cso (%) (%) SURV
09/21/09" Chronic C. dubia >100 >100 100 SR 100 1 24 A nnual
09/21/09" Chronic P. promelas >100 >100 100 SG 95 1
: . 100 S
10/19/10 Chronic C. dubia >100 235 17R 0 5.88 39 Annual
10/19/10 Chronic P. promelas >100 >100 100 SG 95 1
10/24/11 Chronic C. dubia >100 >100 100 SR 100 1 4" Annual
10/24/11 Chronic P. promelas >100 >100 100 SG 100 1

#Samples pretreated with UV radiation to guard against pathogen interference.

ABBREVIATIONS:

SR — Survival and Reproduction
SG — Surviva and Growth
% SURV - Percent survival in 100% effluent

Bold-faced NOEC or TUc valuesindicate that NOEC exceeded the chronic toxicity criteria.




Public Notice — Environmental Permit

PURPOSE OF NOTICE: To seek public comment on a draft permit from the Department of Environmental Quality
that will allow the release of treated wastewater into a water body in Caroline County, Virginia.

PUBLIC COMMENT PERIOD: TBD, 2012 to 5:00 p.m. on TBD, 2012

PERMIT NAME: Virginia Pollutant Discharge Elimination System Permit — Wastewater issued by DEQ, under the
authority of the State Water Control Board

APPLICANT NAME, ADDRESS AND PERMIT NUMBER: Caroline County Public Utilities
P.O. Box 424, Bowling Green, VA 22427
VA0073504

NAME AND ADDRESS OF FACILITY: Caroline County Regional Wastewater Treatment Plant

22101 Rogers Clark Blvd, Ruther Glen, VA 22546

PROJECT DESCRIPTION: Caroline County Public Utilities has applied for a reissuance of a permit for the public
Caroline County Regional Wastewater Treatment Plant. The applicant proposes to release treated sewage
wastewaters from light industrial and residential areas at a rate of 0.50 million gallons per day into a water body. The
permit also includes expansions at 1.5 and 3.0 million gallons per day. Sludge from the treatment process will be
disposed via landfill. The facility proposes to release the treated sewage in the Polecat Creek in Caroline County in
the York River watershed. A watershed is the land area drained by a river and its incoming streams. The permit will
limit the following pollutants to amounts that protect water quality: pH, carbonaceous -Biochemical Oxygen Demand,
Total Suspended Solids, Total Kjeldahl Nitrogen, Dissolved Oxygen, E. coli, Nitrate-Nitrite as N, Total Nitrogen, Total
Phosphorus, Total Recoverable Copper and Total Recoverable Zinc.

This facility is subject to the requirements of 9VAC25-820 and has registered for coverage under the General VPDES
Watershed Permit Regulation for Total Nitrogen and Total Phosphorus Discharges and Nutrient Trading in the
Chesapeake Watershed in Virginia. As a condition of this permit, the permittee will be required to offset in advance,
any loads of total nitrogen or total phosphorus that are expected to be discharged in a given calendar year, in excess
of those levels previously allowed by the facility’'s VPDES permit. The permittee has opted to install nutrient removal
treatment that will maintain the existing load of nutrients discharged.

HOW TO COMMENT AND/OR REQUEST A PUBLIC HEARING: DEQ accepts comments and requests for public
hearing by e-mail, fax or postal mail. All comments and requests must be in writing and be received by DEQ during
the comment period. Submittals must include the names, mailing addresses and telephone numbers of the
commenter/requester and of all persons represented by the commenter/requester. A request for public hearing must
also include: 1) The reason why a public hearing is requested. 2) A brief, informal statement regarding the nature and
extent of the interest of the requester or of those represented by the requester, including how and to what extent such
interest would be directly and adversely affected by the permit. 3) Specific references, where possible, to terms and
conditions of the permit with suggested revisions. A public hearing may be held, including another comment period, if
public response is significant, based on individual requests for a public hearing, and there are substantial, disputed
issues relevant to the permit.

Contact for public comments, document requests and additional information: The public may review the documents at
the DEQ-Northern Regional Office by appointment or may request electronic copies of the draft permit and fact sheet.

Name: Douglas Frasier
Address: DEQ-Northern Regional Office, 13901 Crown Court, Woodbridge, VA 22193
Phone: (703) 583-3873 E-mail: Douglas.Frasier@deq.virginia.gov Fax: (703) 583-3821



Revised 2/2003

State “ Transmittal Checklist” to Assist in Targeting
Municipal and I ndustrial | ndividual NPDES Draft Permits for Review

Part |. State Draft Permit Submission Checklist
In accordance with the MOA established between the Commonwealth of Virginia and the United States Environmental

Protection Agency, Region |11, the Commonwealth submits the following draft National Pollutant Discharge Elimination
System (NPDES) permit for Agency review and concurrence.

Facility Name: Caroline County Regional Wastewater Treatment Plant

NPDES Permit Number: VAQ0073504

Permit Writer Name: Douglas Frasier

Date: 8 March 2012

Major [X] Minor [ ] Industrial [ ] Municipal [X]

I.A. Draft Permit Package Submittal Includes: Yes No

N/A

1. Permit Application?

2. Complete Draft Permit (for renewal or first time permit — entire permit, including boilerplate
information)?

Copy of Public Notice?

Complete Fact Sheet?

A Priority Pollutant Screening to determine parameters of concern?

XIX|X|[X] X [X

A Reasonable Potential analysis showing calculated WQBEL s?

Dissolved Oxygen calcul ations?

>

Whole Effluent Toxicity Test summary and analysis?

©(o(Nfo o, w

Permit Rating Sheet for new or modified industrial facilities?

I.B. Permit/Facility Characteristics Yes No

N/A

1. Isthisanew or currently unpermitted facility? X

2. Areall permissible outfalls (including combined sewer overflow points, non-process water and
storm water) from the facility properly identified and authorized in the permit?

3. Does the fact sheet or permit contain a description of the wastewater treatment process?

4. Doesthereview of PCS/DMR datafor at least the last 3 years indicate significant non-
compliance with the existing permit?

5. Hasthere been any change in streamflow characteristics since the last permit was devel oped? X

6. Does the permit allow the discharge of new or increased loadings of any pollutants? X

7. Doesthe fact sheet or permit provide a description of the receiving water body(s) to which the
facility discharges, including information on low/critical flow conditions and X
designated/existing uses?

8. Doesthefacility dischargeto a 303(d) listed water? X

a. HasaTMDL been developed and approved by EPA for the impaired water? X

b. Does the record indicate that the TMDL development is on the State priority list and will
most likely be developed within the life of the permit?

c. Does the facility discharge apollutant of concern identified inthe TMDL or
303(d) listed water?

9. Have any limits been removed, or are any limits less stringent, than those in the current permit? X

10. Does the permit authorize discharges of storm water? X




|.B. Permit/Facility Characteristics— cont. Yes No N/A

11. Has the facility substantially enlarged or altered its operation or substantially increased its flow X
or production?

12. Arethere any production-based, technol ogy -based effluent limitsin the permit? X

13. Do any water quality-based effluent limit cal culations differ from the State’ s standard policies X
or procedures?

14. Are any WQBEL s based on an interpretation of narrative criteria? X

15. Does the permit incorporate any variances or other exceptionsto the State’ s standards or
regulations?

16. Does the permit contain a compliance schedule for any limit or condition?

17. Isthere apotential impact to endangered/threatened species or their habitat by the facility’s
discharge(s)?

18. Have impacts from the discharge(s) at downstream potable water supplies been evaluated?

19. Isthere any indication that there is significant public interest in the permit action proposed for X
thisfacility?

20. Have previous permit, application, and fact sheet been examined? X




Part II. NPDES Draft Permit Checklist

Region |11 NPDES Permit Quality Checklist —for POTWs
(To be completed and included in the record only for POTWs)

I1.A. Permit Cover Page/Administration

Yes

No

N/A

1. Doesthe fact sheet or permit describe the physical location of the facility, including latitude
and longitude (not necessarily on permit cover page)?

2. Doesthe permit contain specific authorization-to-discharge information (from where to where,
by whom)?

I1.B. Effluent Limits— General Elements

Yes

No

N/A

1. Doesthe fact sheet describe the basis of final limitsin the permit (e.g., that a comparison of

technology and water quality-based limits was performed, and the most stringent limit
selected)?

2. Doesthe fact sheet discuss whether “antibacksliding” provisions were met for any limits that
are less stringent than those in the previous NPDES permit?

I1.C. Technology-Based Effluent Limits (POTWSs)

Yes

No

N/A

1. Doesthe permit contain numeric limitsfor ALL of the following: BOD (or aternative, e.g.,
CBOD, COD, TOC), TSS, and pH?

2. Doesthe permit require at least 85% removal for BOD (or BOD alternative) and TSS (or 65%
for equivalent to secondary) consistent with 40 CFR Part 133?

a. If no, does the record indicate that application of WQBELSs, or some other means, resultsin
more stringent requirements than 85% removal or that an exception consistent with 40 CFR
133.103 has been approved?

3. Aretechnology-based permit limits expressed in the appropriate units of measure (e.g.,
concentration, mass, SU)?

4. Arepermit limitsfor BOD and TSS expressed in terms of both long term (e.g., average
monthly) and short term (e.g., average weekly) limits?

5. Areany concentration limitations in the permit less stringent than the secondary treatment

requirements (30 mg/l BOD5 and TSS for a 30-day average and 45 mg/l BOD5 and TSSfor a
7-day average)?

a. If yes, doesthe record provide ajustification (e.g., waste stabilization pond, trickling filter,
etc.) for the alternate limitations?

I1.D. Water Quality-Based Effluent Limits

Yes

No

N/A

1. Doesthe permit include appropriate limitations consistent with 40 CFR 122.44(d) covering
State narrative and numeric criteria for water quality?

2. Doesthe fact sheet indicate that any WQBEL s were derived from a completed and EPA
approved TMDL?

3. Doesthe fact sheet provide effluent characteristics for each outfall?

4. Doesthe fact sheet document that a*“reasonable potential” evaluation was performed?

x

a. If yes, does the fact sheet indicate that the “ reasonabl e potential” evaluation was performed
in accordance with the State’ s approved procedures?

b. Does the fact sheet describe the basis for allowing or disallowing in-stream dilution or a
mixing zone?

c. Doesthefact sheet present WLA calculation procedures for all pollutants that were found to
have “reasonable potential” ?

d. Doesthe fact sheet indicate that the “reasonable potential” and WLA cal culations accounted
for contributions from upstream sources (i.e., do cal culations include ambient/background
concentrations)?

e. Does the permit contain numeric effluent limitsfor all pollutants for which “reasonable
potential” was determined?




I1.D. Water Quality-Based Effluent Limits— cont.

Yes

No

N/A

5. Areall final WQBELs in the permit consistent with the justification and/or documentation
provided in the fact sheet?

6. For all final WQBELSs, are BOTH long-term AND short-term effluent limits established?

7. Are WQBELs expressed in the permit using appropriate units of measure (e.g., mass,
concentration)?

8. Doestherecord indicate that an “antidegradation” review was performed in accordance with
the State’ s approved antidegradation policy?

I1.E. Monitoring and Reporting Requirements

Yes

No

N/A

1. Doesthe permit require at least annual monitoring for al limited parameters and other
monitoring as required by State and Federal regulations?

a. If no, does the fact sheet indicate that the facility applied for and was granted a monitoring
waiver, AND, does the permit specifically incorporate this waiver?

2. Doesthe permit identify the physical location where monitoring is to be performed for each
outfall?

3. Doesthe permit require at least annual influent monitoring for BOD (or BOD alternative) and
TSSto assess compliance with applicable percent removal requirements?

4. Doesthe permit require testing for Whole Effluent Toxicity?

I1.F. Special Conditions

Yes

No

N/A

1. Doesthe permit include appropriate biosolids use/disposal requirements?

2. Doesthe permit include appropriate storm water program requirements?

I1.F. Special Conditions— cont.

Yes

No

N/A

3. If the permit contains compliance schedule(s), are they consistent with statutory and regulatory
deadlines and requirements?

4. Are other special conditions (e.g., ambient sampling, mixing studies, TIE/TRE, BMPs, special
studies) consistent with CWA and NPDES regulations?

5. Doesthe permit allow/authorize discharge of sanitary sewage from points other than the POTW
outfall(s) or CSO outfalls[i.e., Sanitary Sewer Overflows (SSOs) or treatment plant bypasses] ?

6. Does the permit authorize discharges from Combined Sewer Overflows (CSOs)?

a. Does the permit require implementation of the “Nine Minimum Controls’?

b. Does the permit require development and implementation of a“Long Term Control Plan”?

c. Does the permit require monitoring and reporting for CSO events?

7. Doesthe permit include appropriate Pretreatment Program requirements?

I1.G. Standard Conditions

Yes

No

N/A

1. Doesthe permit contain all 40 CFR 122.41 standard conditions or the State equivalent (or
more stringent) conditions?

X

List of Standard Conditions—40 CFR 122.41

Duty to comply Property rights Reporting Requirements

Duty to reapply Duty to provide information Planned change
Need to halt or reduce activity Inspections and entry Anticipated noncompliance

not adefense Monitoring and records Transfers

Duty to mitigate Signatory requirement Monitoring reports
Proper O& M Bypass Compliance schedules

Permit actions Upset 24-Hour reporting

Other non-compliance

2. Does the permit contain the additional standard condition (or the State equivalent or more
stringent conditions) for POTW:s regarding notification of new introduction of pollutants and
new industrial users [40 CFR 122.42(b)]?




Part I11. Signature Page

Based on a review of the data and other information submitted by the permit applicant, and the draft permit and other
administrative records generated by the Department/Division and/or made available to the Department/Division, the
information provided on this checklist is accurate and complete, to the best of my knowledge.

Name Douglas Frasier
Title VPDES Permit Writer, Senior Il
Signature Q«.\Q émm
U
Date 8March 2012






